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*DEPARTMENT OF THE ARMY
NEW ENGLAND DIVISION CORPS OF ENGfNEERS

424 TRAPELO ROAD
WALTHAM MASSACHUSETTS 02254

REPL T:

ATTEN'
! O

N OF:

% NEDED ALLiG 2 1 1U 1

Honorable William A. O'Neill
Governor of the State of Connecticut
State Capitol
Hartford, Connecticut 06115

Dear Governor O'Neill:

Inclosed is a copy of the Pataguanset Lake Dam (CT-00159) Phase I
Inspection Report, prepared under the National Program for Inspection
of Non-Federal Dams. This report is based upon a visual inspection, a
review of the past performance and a brief hydrological study of the
dam. I approve the report and support the findings and recommendations
described in Section 7 and ask that you keep me informed of the actions
taken to implement them. This follow-up action is vitally important.

Copies of this report have been forwarded to the Department of Environ-
mental Protection. Copies will be available to the public in thirty
days.

I wish to thank you and the Department of Environmental Protection for
your cooperation in this program.

Sincerely,

Inc WILLIAM *HODGSON

as stated Colonel Corps of Engineers
Acting /Coander and Acting Division Engineer
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NATIONAL DAM INSPECTION REPORT
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PHASE 1 INSPECTION REPORT

IDENTIFICATION NO: CT 00159

NAME OF DAM: Pataguanset Lake Dam

COUNTY AND STATE: New London County,
Connecticut

STREAM: Pataguanset River

DATE OF INSPECTION: 20 May 1981

Brief Assessment

Pataguanset Lake Dam is a 210 foot long earthfill and stone
masonry structure. The left half of the dam is an earth embank-
ment with a 10 foot crest width and a crest elevation of 68.0
NGVD. The center section of the dam is an earthfill emergency
spillway with sheet piling on the upstream face and a 20
foot wide concrete paved crest. The crest elevation of this
section is 65.2 NGVD. The spillway is a broadcrested weir,
15 feet long, with a crest elevation 62.7 NGVD. The outlet
consists of a 6 foot wide rectangular concrete channel with
stop log controls and an invert of 60.2 NGVD. The maximum
height of the dam is 11.6 feet. The dam has a maximum
impoundment capacity of 950 acre-feet at the top of dam
elevation of 68.0 NGVD and is used for recreation.

The dam is classified as SMALL in size and a SIGNIFICANT hazard
structure in accordance with recommended guidelines established
by the Corps of Engineers. Based on the size and hazard class-
ifications, the adopted test flood for this structure is equal
to one-half the Probable Maximum Flood (PMF) as modified for
basin storage. This is estimated to be 830 CSM, or 3,000 CFS,
from the 3.6 square mile drainage basin. The test flood has
a routed outflow discharge equal to 1,800 CFS and would overtop
the dam by 0.3 feet. The maximum spillway, outlet, and emergency
spillway capacity is equal to 1,580 CFS which represents 88 of
the test flood outflow.

Based on a visual inspection at the site, the dam is considered
to be in FAIR condition. It is recommended that the left
training wall of the outlet channel be repaired or replaced
immediately upon receipt of this report.

It is also recommended that the owner engage the services of
a registered engineer experienced in the design of dams to
accomplish the following:
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1 1. Perform a detailed hydrologic/hydraulic investigation to
assess further the need for and the means to increase project
discharge capacity and the ability of the dam and emergencyqspillway to withstand overtopping.

2. Investigate the need for riprap protection on the down-
stream side of the emergency spillway.

3. Design and supervise repairs to the embankment to the left
of spillway and to the abutment to the right of outlet
channel. Restore these areas to their full cross section
and to the full height of the dam.

4. Provide procedures for removal of brush, trees and root
systems, for filling holes with compacted soil, and erosion
control measures.

SThese and other recommendations and remedial measures as described
in Section 7 should be implemented by the owner within one year
after receipt of this Phase 1 Inspection Report.

NEW ENGLAND ENGINEERING, INC. o aOVV

D Dvid A. S eriPam

avPresident ~iy~ri

OIA
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This Phase I Inspection Report on Pataguanset Lake Dam (CT-00159)
'I--.,- been reviewed by the undersigned Review Board members. In our
opinion, the reported findings, conclusions, and recommendations are
consistent with the Recommended Guidelines for Safety Inspection of
Dams, and with good engineering judgement and practice, and is hereby
submitted for approval.

ARAMAST NAHTES IAN, MEMBER
Geotechnical Engineering Branch
Engineering Division

/4/

CARNEY M. TERZIAN, MEMBER
vesign Branch
Engineering Division

T-
JOSP W. FINEGAN JR. CHAIRMAN
!.!a t - Ccntrol Brand,

-e Engineering Division

APPROVAL RECOMMENDED:

JOE B. FRYAR
Chief, Engineering Division



PREFACE

This report is prepared under guidance contained in the
Reco--mended Guidelines for Safety Inspection of Dams, for
Phase 1 Investigations. Copies of these guidelines may be
obtained from the Office of Chief of Engineers, Washington,
DC 20314. The purpose of a Phase 1 Investigation is to

0 identify expeditiously those dams which may pose hazards to
whuman life or to property. The assessment of the general

condition of the dam is based upon available data and visual
inspections. Detailed investigations, testing, and detailed

.computational evaluations are beyond the scope of a Phase 1
investigation; however, the investigation is intended to
identify any need for such studies.

In reviewing this report, it should be realized that the
reported condition of the dam is based on observations of
field conditions at the time of inspection along with data
available to the inspection team. In cases where the reser-
voir was lowered or drained prior to inspection such action,
while improving the stability and safety of the dam, removes
the normal load on the structure and may obscure certain
conditions which might otherwise be detectable if inspected
under the normal operating environment of the structure.

It is important to note that the condition of a dam
depends on numerous and constantly changing internal and
external conditions, and is evolutionary in nature. It
would be incorrect to assume that the present condition of
the dam will continue to represent the condition of the dam
at some point in the future. Only through continued care
and inspection can there be any chance that unsafe conditions
be detected.

Phase 1 inspections are not intended to provide detailed
hydrologic and hydraulic analyses. In accordance with the
established Guidelines, the Spillway Test Flood is based on
the estimated "Probable Maximum Flood" for the region (greatest
reasonable possible storm runoff), or fractions thereof.
Because of the magnitude and rarity of such a storm event, a
finding that a spillway will not pass the test flood should
not be interpreted as necessarily posing a highly inadequate
condition. The test flood provides a measure of relative
spillway capacity and serves as an aid in determining the
need for more detailed hydrologic and hydraulic studies,
considering the size of the dam, its general condition, and
the downstream damage potential.

The Phase 1 Investigation does not include an assessment
of the need for fences, gates, no-trespassing signs, repairs
to existing fences and railings and other items which may be
needed to minimize trespass and provide greater security for
the facility and safety to the public. An evaluation of the
project for compliance with OSHA rules and regulations is
also excluded.
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NATIONAL DAM INSPECTION PROGRAM

PHASE 1 - INSPECTION PROGRAM

PATAGUANSET LAKE DAM

SECTION 1

PROJECT INFORMATION

p 1.1 General

a. Authority. Public Law 92-367, August 8, 1972, autho-
rized tEi Secretary of the Army through the Corps of
Engineers to initiate a national program of dam inspec-
tion throughout the United States. The New England
Division of the Corps of Engineers has been assigned
the responsibility of supervising the inspection of
dams within the New England Region. New England
Engineering, Inc. has been retained by the New England
Division to inspect and report on selected dams in the
State of Connecticut. Authorization and notice to
proceed was issued to New England Engineering, Inc.

*. under a letter from William E. Hodgson, Jr., Colonel,
Corps of Engineers. Contract No. DACW33-81-C-0007 has
been assigned by the Corps of Engineers for this work.

j b. Purpo:se of Inspection.

1. Perform technical inspection and evaluation of
V_ non-Federal dams to identify conditions which
4e. threaten the public safety and thus permit correc-

tion in a timely manner by non-Federal interests.

2. Encourage and assist the State to initiate quickly
effective dam safety programs for non-Federal
dams.

3. To update, verify, and complete the National
Inventory of Dams.

1.2 Description of the Project

a. Location. Pataguanset Lake Dam is located in the Town
of East Lyme, in New London County, Connecticut on the
Pataguanset River, approximately 5 miles upstream from

the mouth of the river at Long Island Sound.
Coordinates of the dam are approximately 41 degrees,
22.2' North Latitude and 72 degrees, 13.4' West
Longitude as shown on the Niantic, CT, USGS
Quadrangle Sheet. The dam impounds water from the
Pataguanset River which drains a 3.6 square mile
watershed of hilly, wooded terrain. The axis of
the dam is oriented in a North-South direction
with the impoundment to the west.

i1-1
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P -b. Description of Dam and Appurtances. Pataguanset
Lake Dam is approximately 210 feet long including
the spillway. The maximum height of the dam is
11.6 feet. The dam is an earthfill structure.
Due to leakage that occurred in the past; the center
section, about 70 feet long, of the earth dam was
rehabilitated in 1942. Heavy sheet piles were
driven, apparently to till, on the upstream side,
and the crest was lowered 2.8 ft and capped with a
one-ft-thick reinforced concrete pavement. This
central section now acts as an emergency spillway
and has a crest width of 20 feet. The downstream
face of the emergency spillway and about 20 ft of
the face to the left of the principal spillway is
a dry masonry, vertical stone wall. The earth
embankment section to the left of the principal
spillway is 90 feet long with a crest width of 10
feet. The upstream and downstream slopes are
2H:IV and the elevation of the crest is 68.0 NGVD.

hThe principal spillway is located 90 feet from
the left abutment and is concrete over the original
masonry construction. The spillway width is 13.0
feet at the weir increasing to 15.0 feet one foot
above the weir. The weir is broadcrested with a
free overflow. The weir crest elevation is 62.7
NGVD. Near the right abutment is a six-foot wide

concrete outlet channel that formerly fed water to
the mills below the dam. The outlet discharge
channel now joins the spillway discharge channel
70 feet downstream of the dam. Flow through the
channel is controlled by stop logs at the upstream
end.

c. Size Classification. This dam has an impoundment
capacity of 950 Ac-Ft at the top of the dam

-! (elevation 68.0 NGVD) and a maximum height of
11.6 feet. In accordance with the guidelines
established by the Corps of Engineers, this dam is
classified as SMALL in size based on its impoundment
capacity. Corps of Engineers guidelines specify
that dams with impoundment capacities less than
1,000 Ac-Ft and greater than or equal to 50 Ac-Ft
or a height of less than 40 feet and greater than
or equal to 25 feet be classified as SMALL in
size.

d. Hazard Classification. This dam is classified a
SIGNIFICANT hazard potential because its failure
could result in a loss of a few lives and inundation
of two homes downstream of the dam. It is estimated that
a dam failure would result in a failure discharge of

.1-
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The prefailure discharge of 1,580 CFS would produce

flooding to a depth of 0-1 feet in the affected
homes. The dam failure discharge was computed
assuming the water level in the reservoir to be

.J equal to the top of dam elevation of 68.0 NGVD at

.the time of failure. In addition, U.S. Route I
located downstream of the dam would be subject
to flooding to a depth of 4 feet as a result of a
dam failure. A 50 foot long propane gas storage

* mtank is also located in the prime failure impact

Z.- area approximately 500 feet downstream of the dam.

e. Ownership. The dam is presently owned by the State
. of Connecticut.

f. Operator. Maintenance and operation are the respon-
sibility of the State of Connecticut, Department of
Environmental Protection:

Mr. John Spencer
Area Manager
Region 3 Headquarters
Connecticut Dept. of

:. Enviornmental Protection
Marlborough, CT 06447
(203) 295-9523

I g. Purpose of Dam. The dam was formerly used to provide

power and process water for mills downstream. It is
presently used for recreation purposes.

h. Design and Construction History. There are no avail-
able records on the history of the dam prior to 1942

P. except to note that the State of Connecticut purchased
the dam in 1936. It is estimated that the original dam
was built in the late 1800's to provide power and water
to mills located there.

In 1942, the center portion of the dam was repaired by
driving steel sheet piling along the upstream face and

.rebuilding the crest and outlet works with reinforced
concrete. In 1967 the discharge channel from the
outlet works was relocated to join the main stream

*70 feet below the dam. Plans and correspondence
further describing these repair projects are
included in Appendix B.

i. Normal Operating Procedures. The level of the reservoir
is not normally controlled and is maintained at the top
of the stop logs at the outlet.

1-3
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1.3 Pertinent Data

a. Drainage Area. The Pataguanset Lake Dam drainage
bsin is generally rectangular in shape with an
average length of approximately 4 miles, a width of
1 mile and a total drainage area of 3.6 square
miles (See Appendix D for the basin map). Approximately

_* .-. 15% of the basin is man-made or natural storage.
The topography consists of rolling terrain with
elevations ranging from a high of 353 feet to 63
feet at the spillway crest. Basin slopes are
considered moderate to steep.

b. Discharge at Damsite. There are no discharge records
available for this dam. Calculated discharge data for

"' the dam is listed below.

9. 1. Outlet Works

Conduit & Size 6 foot wide concrete
channel, stop log control
upstream, invert = 60.2
feet NGVD. Top of stop
logs = 62.8.

$Discharge Capacity
with reservoir at
spillway crest eleva-
tion = 62.7 15 CFS

Discharge Capacity
with reservoir at top
of dam elevation = 68.0 210 CFS

Discharge Capacity at
test flood elevation =
68.4 230 CFS

2. Maximum known flood at
dams ite Unknown

". 3. Ungated spillway capa- 1370 CFS
city (principal and
emergency) at top of
dam

4. Ungated spillway capa-
*.. city (principal and

emergency) at test flood
elevation 1550 CFS

5. Gated spillway capacity
at normal pool eleva-
tion N/A

*q 6. Gated spillway capacity
at test flood elevation N/A

1-4



7. Total spillway capacity
at test flood elevation 1,550 CFS

8. Total project discharge
at top of dam 1,580 CFS

9. Total project discharge
at test flood elevation 1,860 CFS

c. Elevations (NGVD)

1. Streambed at toe of dam 56.4

i: 2. Bottom of cutoff Unknown

3. Maximum tailwater Unknown

' 4. Normal pool 62.7

5. Full flood control pool N/A

6. Spillway crest

. a. Principal 62.7
b. Emergency 65.2

7. Design surcharge
(Original Design) Unknown

8. Top of dam 68.0

9. Test flood 68.3

d. Reservoir Lengths (in feet)

1. Normal pool 5,200

2. Flood control pool N/A

3. Spillway crest pool 5,200

4. Top of dam 5,200
.,

5. Test flood pool 5,200

e. Storage (acre-feet)

1. Normal pool 310

2. Flood control pool N/A

3. Spillway crest pool 310

4. Top of dam 950

5. Test flood pool 990

1-5



f. Reservoir Surface Area (Acres)

1. Normal pool 120

2. Flood control pool N/A

. 3. Spillway crest 120

4. Top of dam 120

5. Test flood pool 120

g. Dam

1. Type Earth with sheet piling
on U/S side & concrete
paving on central section
of crest.

. 2. Length 210 feet

3. Height 11.6 feet maximum

4. Top width

a. Center Section 20 feet
b. Earth Embankment 10 feet

5. Side slopes

a. Center Section Vertical
b. Earth Embankment U/S 2H;lV D/S 2H:lV

6. Zoning None

7. Impervious Core

a. Center Section Concrete & sheet piles U/S
b. Embankment None known

8. Cutoff

a. Center Section Sheet pile cutoff

b. Embankment None known

9. Grout Curtain Unknown

10. Other No comment

h. Diversion and Regulating
Tunnel N/A

1-6



i. Spillways

1. Type Broadcrested weir

2. Length of weir

a. Principal 13.0 feet for first foot
then it increases to 15.0
feet

b. Emergency 70 feet

3. Crest Elevation

.: a. Principal 62.7 feet NGVD
b. Emergency 65.2

4. Gates None

5. U/S Channels Natural bed of reservoir

6. D/S Channel Natural stream bed

7. General No comment

j. Regulating Outlet

1. Invert 60.2 feet

2. Size 6 foot wide channel

3. Description Concrete rectangular
channel

4. Control mechanism Stop logs at U/S end
elevation = 62.8 feet NGVD

5. Other No comment

.A
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SECTION 2

ENGINEERING DATA

2.1. Design

There is no available documentation regarding the design
of this facility.

2.2 Construction

ANo records of the original dam construction were found.
.- Repair efforts since the 1940's are documented in the

correspondence and inspection reports included in
Appendix B of this report.

• .> 2.3 Operation

No-operation records are maintained.

2.4 Evaluation

a. Availability. There is no design information available.

b. Adequacy. The lack of in-depth engineering data did
not all ow for a definitive review. Therefore, the
adequacy of this dam could not be assessed from the
standpoint of reviewing design and construction data,
but is based primarily on visual inspection, past
performance and sound engineering judgement.

c. Validity. No design data is available.

2-.



SECTION 3

pVISUAL INSPECTION

3.1 Findings

a. General. The Phase 1 visual inspection of the
Pataguanset Lake Dam was conducted on May 20, 1981
by representatives of New England Engineering, Inc.
and Geotechnical Engineers, Inc. A visual check-
list and photographic record of that inspection have
been included in Appendix A and C, respectively, of
this report. At the time of the inspection, the
water level was 0.3 feet above the spillway crest
elevation of 62.7.

Based on the visual inspection, the dam is judged to
be in FAIR condition.

b. Dam. The dam is an earthfill structure, approximately
M feet in length with a maximum height of 11.6 feet.
The main or center section of the dam was rebuilt in
1942 by placing a steel sheet pile cutoff along the
upstream face and reinforced concrete paving over the
crest at an elevation 2.8 feet below the top of the
dam. The section now acts as an emergency spillway
and is treated as such in this report. The principal
spillway, which is the original spillway for this dam,
is located at center of the dam and 90 feet right of
the left abutment. At the right abutment is an outlet
channel which formerly fed water to the mill
downstream. The section of the dam from the spillway
to the left abutment is an earth embankment.

1. Upstream Face. The upstream face of the emergency
splilway consists of steel sheet piling to the
water line and a vertical concrete wall extending
2 feet to the crest. Both the concrete and the
sheet piling are in good condition (See Photo C-l).IThe upstream face of the embankment at the left
side of the dam is an earthen slope covered with
trees and brush. The embankment to the left of
the spillway is protected by a 10 foot long concrete
training wall.

2. Crest. The crest of the emergency spillway is
paved with reinforced concrete (Photo C-1 and
C-2). Beneath the concrete is the original embank-
ment. Frost action or other movements have caused
the crest paving to crack due to differential
movements. The vertical differential movement
reaches a maximum of about 1 in. (Photo C-5).
Brush is now taking root along the cracks,
which will accelerate deterioration of the
concrete.
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The crest of the embankment section is
earth and is covered with grass, trees and
brush (Photo C-3). Erosion has occured in
the embankment adjacent to the left training

.V wall of the spillway (Photo C-4). The crest
of the embankment in this vicinity has been
eroded to a nearly triangular cross section,
such that the top width is only one or two
feet. Future high water levels will continue
the erosion and may eventually breach the
crest.

.-, On the right side of the outlet channel, which
is the right abutment, the top of ground is

• - about two feet below the top of the adjacent
* right training wall. This zone is not paved

or satisfactorily grassed and is subject to
continued erosion and possible overtopping.

3. Downstream Face and Toe. The downstream face
of the emergency spillway (Photo C-2) is
vertical dry stone masonry. On the left side

~.of the principal spillway on the downstream
face, deposits of sand were found in the
large voids between the stones in the wall.
These deposits may be caused by runoff from
the embankment above or they may have developed
during past high water stages. There is no

" .~evidence of filter material behind the dry
• ..; masonry wall. This zone should be observed

regularly, especially during heavy rains and
high water levels, to determine whether
repairs are needed. No seepage was noted on
the downstream face or toe areas.

The downstream face of the embankment section
u '. is brush covered earth slope for most of its

length. A 4 foot high wall extends from the
spillway, 35 feet to the right. The wall is
constructed of stone masonry with a concrete
cap.

c. Appurtenant Structures. Locations of the appurtenant
structures are shown on the General Plan in Appendix B.

I . Spillways. The principal spillway is located

approximately 100 feet right of the left
abutment near the center of the dam. It is
constructed of stone masonry with a concrete
cap (Photo C-9). The right training wall is
2.5 feet high, constructed of stone masonry,

3-
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and in good condition. The left training
wall is 5 feet high and constructed of stone
masonry at the base and concrete above. The
concrete section has a vertical crack from
the stone masonry to the top of the wall.
The emergency spillway near the center of the

K. jdam is 70 feet long and is a broadcrested
weir. The crest is paved with concrete and

the downstream face is dry stone masonry.
There is no erosion protection at the toe
along the downstream face.

2. Outlet Channel. The outlet channel is located
' at the right abutment. The channel is 6

feet wide and is controlled by 2 inch thick
wooden stop logs at the upstream end (Photo
C-6). The stop logs and slots are in fair
condition. The channel training walls are

.% concrete (Photo C-8). The right wall is in
fair condition with some erosion along the
water line. The left wall is spalled and
eroded completely through along the base with
reinforcing and the soil behind the wall
exposed (Photo C-7).

d. Reservoir Area. No specific detrimental features
in the reservoir area were observed during the
visual inspection.

e. Downstream Channel. The downstream channel is
natural streambed. The banks are unprotected earth
and heavily overgrown with trees and brush which

preduce the flow capacity of the channel.

3.2 Evaluation

Based on the visual inspection, the dam appears to be in
FAIR condition. The following features could adversely

affect the future performance of the dam and should be
investigated or monitored:

a. The need for erosion protection at the toe of the
Nemergency spillway.

b. The left training wall of the outlet channel should
be repaired or replaced immediately upon receipt of

: *this report.

c. The crest paving of the emergency spillway is
cracked and deterioration due to frost action and
root growth is continuing. Regular observations
should be made so that repairs can be made in a
timely manner. The vegetation in the cracks
should be removed and kept cut.

3-3
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d. Erosion of the embankment on the left side of the
spillway appears to be continuing. This zone should
be restored to its orginal cross section and
protected from future erosion. Similarly, the right
abutment should be raised to the same elevation as
the crest of the embankment with a properly designed

'4 cross section and protected against erosion.

e. The trees, brush, and root systems should be
P removed from the dam and to a dstance of 15 feetdownstream. Any resulting holes should be filled

with properly compacted soils and protected against
*. .

•'',  erosion.

f. Observations of the downstream stone masonry face
should be made regularly, during high water levels,
and during heavy rainfall to determine whether any
seepage occurs and whether repairs should be made.

'4.
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SECTION 4

I OPERATIONAL & MAINTENANCE PROCEDURES

* 4.1 Operational Procedures

a. General. Pataguanset Lake is used by area residents
[] as an recreational faciltiy. Operational control is

the responsibility of the Connecticut Department of
Environmental Protection, Region 3. Normally, the
outlet channel stop logs remain in place and the
water level is maintained at the spillway height.

b. Warning System. There is no warning system in effect
"-. at Pataguanset Lake Dam. There is no formalized
. emergency action plan for the dam.

V C 4.2 Maintenance Procedures

a. General. The dam and appurtenances are not maintained.

b. Operating Facilities. The stop logs and slots for the
outlet channel appear to be in operating order. The
channel walls are badly deteriorated however, and

a repairs are required.

4.3 Evaluation

a. There is no regularly scheduled maintenance for this
dam. There are numerous maintenance deficiencies and
a systematic inspection and rehabilitation program
should be developed and implemented.

b. Trees and brush are growing on the upstream face
and crest of the earth embankment.

c. Erosion of the crest of the left embankment and at
the right abutment is occurring.

d. An emergency action plan should also be developed and

implemented that includes procedures to lower the
reservoir level, locations of emergency equipment,
materials or manpower to reduce or minimize dam failure
damage, authorities to be contacted in emergency
situations and a program of surveillance during

- "unusual storm events.
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SECTION 5

U EVALUATION OF HYDRAULIC/HYDROLOGIC FEATURES

5.1 General

The Pataguanset Lake Dam was probably constructed in the
late 1800's to supply water and power to mills just

' .downstream. The dam was repaired in 1942 to correct
- a serious leakage problem. The dam is located on the

Pataguanset River in the Connecticut Coastal Basin.
The watershed for the reservoir is 3.6 square miles
with approximately 15% of this basin man-made or
natural storage.

The dam has a spillway length of 15 feet and a maximum
height of 11.6 feet. The total length of the dam is 210
feet including the spillway. The reservoir has a storage
capacity at the spillway crest of 310 Ac-Ft. Each foot
of depth above the spillway level can accommodate 120
Ac-Ft of water equivalent to 0.62 inches of runoff.

5.2 Design Data
*Little specific data is available for this watershed or

structure. In lieu of existing complete design information,
U.S.G.S. topographic maps (scale 1" = 2,000') were utilized
to develop hydrologic parameters such as drainage area,
reservoir surface areas, basin slopes and other runoff
characteristics. Elevation-storage relationships for the
reservoir were approximated. Some of the pertinent
hydraulic data was obtained or confirmed by actual field

" measurements at the time of the visual inspection. Test
flood inflows and outflows and dam failure flows were
determined -in accordance with the Corps of Engineers
guidelines.

' 5.3 Experience Data

No historical data for recorded discharges is available for
." . this dam.

5.4 Test Flood Analysis

Recommended guidelines for the Safety Inspection of Dams by
.' the Corps of Engineers were used for selection of the Test

Flood. This dam is classified under those guidelines as a
SIGNIFICANT hazard and SMALL in size. Guidelines indicate

gp that a flood equal to a 100-year storm to one-half the
PMF be used as a range of test floods for such a class-
ification. A test flood equal to 1/2 the PMF was selected
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because of the downstream hazard potential. The
watershed has a total drainage area equal to 3.6

g square miles of which approximately 15% is man-made or
natural storage. This drainage area is sparsely
populated, fairly wooded, with rolling to steep topography.

A test flood value was selected from the Corps of
Engineers PMF curve for a watershed with rolling
topography and reduced by 15% for storage within the

* Nwatershed. The test flood inflow was calculated to be
- 830 CSM, equal to 3,000 CFS and was adopted for this

analysis. The routed outflow discharge for the test
flood inflow was 1,800 CFS. The spillway and outlet
rating curves are illustrated in Appendix D. Flood
routing was performed assuming a full reservoir at the
spillway crest elevation of 62.7 NGVD and the outlet
stoplogs in place at 62.9 NGVD.

The analysis indicated that the peak test flood outflow
would overtop the dam by approximately 0.4 feet. The
maximum outflow capacity of the principal spillway,
outlet, and emergency spillway at the top of dam elevation
68.0 is 1,580 CFS or 88% of the test flood outflow.

5.5 Dam Failure Analysis

For this analysis a full-depth, partial-width breach was
assumed to have occurred in this dam. A breach width of
35 feet was selected for the analysis based on the dam
height and cross section. A dam failure discharge of
3,100 CFS was calculated assuming the reservoir level
to be at the top of dam elevation 68.0. The dam failure
discharge of 3,100 CFS includes a spillway discharge
of 1,250 CFS. It is estimated that failure could
result in the loss of a few lives and a flood wave with
a depth of 8-9 feet. It is estimated that failure could
result in the innudation of 2 homes located downstream
of the dam to depths of 2 to 3 feet. The prefailure
discharge of 1,580 CFS would result in 0 to 1 foot of
flooding in those homes. The failure discharge would
also produce a 4-foot water depth over the Boston Post
Road (US Route 1) with subsequent possibilities of
damage. A large propane gas storage tank is also
located in the prime failure impact area approximately
500 feet downstream of the dam. This tank could be
removed from its foundation and carried downstream in
the event of a dam failure. The prime impact area that
would be subject to damage if the dam were to fail has
been delineated on the Dam Failure Impact Area Map in
Appendix D. As a result of the failure analysis, the
dam has been classified as a SIGNIFICANT hazard structure.
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SECTION 6

EVALUATION OF STRUCTURAL STABILITY

6.1 Visual observations

Visual examination of the geotechnical and structural
aspects of the dam indicated that the following features

g= could affect the long-term stability of the dam.

a. The complete erosion and deterioration of the left
training wall of the outlet channel could allow
erosion of material from the center of the dam.

4 " This wall requires immediate repair.

b. Continued erosion of the embankment left of the
spillway and erosion of the right abutment during

*high water could lead to a washout. These areas
require repair, as noted in Section 3.

6.2 Design and Construction Data

No design or construction drawings or records for the
original dam are available.

6.3 Post-Construction Changes

According to the correspondence and reports found and
included in Appendix B, the concrete paving on the

, *crest and upstream face and the row of sheet piles that
now form the upstream face were added in 1942. These
changes were made because extensive leakage through the

.embankment was noted previously between the spillway
and the raceway outlet. These repairs were well done
and are in good condition, except for the cracking of
the crest paving, as noted in Section 3.

6.4 Seismic Stability

.( The dam is located in Seismic Zone 1 and, in accordance
with recommended Phase 1 guidelines, does not warrant
seismic stability analysis.

6-1
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SECTION 7

ASSESSMENT, RECOMMENDATIONS AND REM4EDIAL MEASURES

W, 7.1 Dam Assessment

" a. Condition. Based on the visual inspection, this dam
is judged to be in FAIR condition. Features which

-* could adversely affect the condition of the dam in
.,the future are:

1. Eroded sections at the right abutment and left
of the principal spillway and the lack of

erosion protection at the toe of the emergency
spillway.

... 2. Deteriorated left training wall of the outlet.

3. Cracking of the concrete crest paving.

b. Ade uacy of Information. The available information is
.such that the assessment of the condition of the dam

must be based on visual observation.

c. Urgency. The recommendations for the repair of the
left training wall of the outlet channel should be
implemented immediately upon receipt of this report.
The remaining recommendations and remedial measures
described below should be implemented by the owner
within one year after receipt of the Phase 1 report.

7.2 Recommendations

The following items should be carried out under the direction
of a qualified registered engineer and recommendations
resulting should be implemented by the owner.

a. Repair or replace the left training wall of the
outlet channel.

b. Perform a detailed hydrologic/hydraulic investigation
to assess further the need for and the means to increase
project discharge capacity and the ability of the dam
and emergency spillway to withstand overtopping.

• * c. Design and install erosion protection along the toe

" '. of the emergency spillway.

4 d. Design and supervise repairs to the eroded areas of
the embankment to the left of the principal spillway
and at the right abutment. These areas should be re-
stored to their full cross sections and to the full

5' height of the dam and erosion protection provided.

7-1
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e. Provide procedures for removal of brush, trees and root
systems, and for filling any resulting holes with
compacted soil. Remove brush and trees and their
root systems from all surfaces of the dam and to 15
feet downstream of the toe.

f. Observe the downstream face during high water and
during heavy rainfall to determine whether seepage is
occurring and whether repairs are necessary.

7.3 Remedial Measures

a. Operation and Maintenance Procedures

1. Develop an "Emergency Action Plan" that will
include an effective preplanned downstream warn-
ing system, locations of emergency equipment,
materials and manpower, authorities to contact
and potential areas that require evacuation.

2. Implement a regular maintenance program for the

facility.

3. Institute a program of annual technical inspection

by a qualified registered engineer.

4. Observe the pavement on the crest at least annually
to determine whether deterioration or movement
are occurring. If so, engage an engineer to
evaluate the need for repairs.

7.4 Alternatives

There are no practical alternatives to the recommendations
and remedial measures discussed above.
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* ~.1VISUAL IispuriUN CHECK~L1I
PARTY ORGANIZATION

- PROJECT PATAGUANSET LAKE DAM DATE May 20, 1981

TIME 11:00am; 3:30pm

WEATHER Fair 700

W.S. ELEV. 63.0 u.S.57.0 DN.S.

PARTY:

1. David Sluter - NEEI 6.

2 Stephen Fodor - NEEI 7.

3 Steve Poulos - GEl 8.
4. 9.

5. 10.

" PROJECT FEATURE INSPECTED BY REMARKS

lGeotechnical S. Poulos

2.Hydrology & Hydraulics D. Sluter

. 3.Civil S. Fodor

4.
.5.,

6.

7.

8.

9.

10.

v'

,~ z~



IERIODIC IN'IECTION CHECKLIST

PROJECT PATAGUANSET LAKE DAM DAlE May 20, 1981

P PROJECT F LAIURE Dam Embankment N AME Sluter/Fodor

DISCIPLINE Geotechnical/Civil NAME Poulos

AREA EVALUATEQ J CONDIT ION

DAM EMBANKMENT

Crest Elevation 68.0

Current Pool Elevation 63.0

Maximum Impoundment to Date Unknown

Surface Cracks Frost action is cracking surface
,-- concrete. No cracks observed onPavement Condition embankment. No pavement on embank-

ment left of spillway.

Movement or Settlement of Crest None observed.

Lateral Movement None observed.

Vertical Alignment Satisfactory.. Cracking as noted
above.

. Horizontal Alignment Satisfactory.

Condition at Abutment and at Good, except for erosion as noted
Concrete Structures below.

Indications of Movement of No movements observed other than
Structural Items on Slopes as noted above.

Trespassing on Slopes Free access. Private land on right,
state land on left, referred to as
Safety Zone.

Sloughing or Erosion of Slopes or Left Abutment: Trespass erosion
Abutments adjacent to concrete training wall.

Crest narrowed to triangular shape
at one point.

' *4 Right Abutment: Embankment 2' below
crest of training wall. No riprap
upstream side of embankment.
Trespass erosion.

Rock Slope Protection - Riprap ZP27 sheet piles on upstream side of

Failures concrete in the center portion of
the dam to within 30 in. below crest

Unusual Movement or Cracking at or None observed.
Near Toe
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iROJCT PATAGUANSET LAKE DAM Iur May 20, 1981

PROJECT FEATURE Dam Embankment NAME Sluter/Fodor

DISCIPLINE Geotechnical/Civil NAME Poulos

AREA EVALUATED CONDITION

DAM EMBANKMENT (CON'T.)

Unusual Embankment of Downstream None observed. Evidence of former
Seepage erosion, on left side of spillway ir

T, vertical downstream face (eroded
fines, large openings between stones

Piping or Boils None observed.

- Foundation Drainage Features None.

Toe Drains None.

Instrumentation System None.

Vegetation Embankment fully forested to 25"
.diameter. Brush beginning on
concrete crest at cracks. Fully
forested immediately downstream
from downstream face.

a.

,1
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PERIODIC INSPECTION CHECKLIST

3 PROJECT PATAGUANSET LAKE DAM DATE May 20, 1981

PROJECT FEATURF NAME Sluter/Fodor

DISCIPLIIE Geotechnical/Civil rIAHIE Poulos

AREA EVALUATED CONDITION
J.)4

DIKE EMBANKMENT

* Crest Elevation No dike.

. Current Pool Elevation

- Maximum Impoundment to Date

Surface Cracks

Pavement Condition

Movement or Settlement of Crest

Lateral Movement

Vertical Alignment

i :* Horizontal Aliqnment

Condition at Abutment and at Concrete
Structures

Indications of rovement of Structural

Items on Slopes

Trespassing on Slopes

Slouqhing or Erosion of Slopes or
Abutments

Rock Slope Protection - Riprap Failures

Unusual Movement or Cracking at or
Near Toes

Unusual Embankment or Downstream
Seepage

Piping or Boils

Foundation Drainaae Features

Toe Drains

Instrumentation System

Vegetation

-. 7* *.
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PERIODIC INSPECTION CHECKLIST

PROJECT PATAGUANSET LAKE DAM DATE May 20. 1981

PROJECT FEATURE Outlet NAME Sluter/Fodor

DISCIPLINE Geotechnical/Civil/Hydraulic NAME Poulos

NO AREA EVALUATED CONDITION

OUTLET WORKS - INTAKE CHANNEL AND
INTAKE STRUCTURE

" a. Approach Channel

Slope Conditions Gentle. Brush and trees on shore
of reservoir.

Bottom Conditions Sandy.

Rock Slides or Falls None.

* Lon Boom None.

Debris Log, minor leaves.

Condition of Concrete Lininq N/A

Drains or Weep Holes N/A

b. Intake Structure

• *: Condition of Concrete Concrete lining and sheet piles
in good condition.

Stop Logs and Slots Fair to poor condition.

.

.,
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PERIODIC INSPECTION CHECKLIST

PROJECT PATAGUANSET LAKE DAM 9ATE May 20, 1981

PROJECT FEATURE Outlet NAMrE Sluter/Fodor

DISCIPLINE Geotechnical/Civil/Hydraulic NAME Poulos

AREA EVALUATED CONJDIT ION

OUTLET WORKS - CONTROL TOWER No control tower

- a. Concrete and Structural N/A

General Condition

Condition of Joints

Spalling

Visible Reinforcing

*Rusting or Staining of Concrete

Any Seepage or Efflorescence

Joint Alignment

Unusual Seepage or Leaks in Gate
Chamber

S ., Cracks

Rusting or Corrosion of Steel

i, b. Mechanical and Electrical N/A

Air Vents

Float Wells

Crane Hoist

Elevator

Hydraulic System

• -. Service Gates

Emergency Gates

Liqhtninq Protection System

Emergency Power System

Wiring and Liahtinq System

1
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PERIODIC INSPECTIONCHKLS

6CHCLS
PROJECT PATAGUANSET LAKE DAM DATE May 20, 1981

UPROJECT FEATURE Outlet NAME Sluter/Fodor
-DISCIPLINE Geotechnical /Civil /Hydraulic NAME Poulos

AREA EVALUATED CONDIT ION

OUTLET WORKS -TRANSITION AND CONDUIT None

General' Condition of Concrete N/A

Rust or Staininq on Concrete

Spallinq

Erosion or Cavitation

* Cracking

* Alimrment of Monoliths

Alinnment of Joints

Numberinq of Monoliths

4r



PERIODIC INSPECTION CHECKLIST

7 PROJECT PATAGUANSET LAKE DAM DATE MAy 20 1981

.*, PROJECT FEATURE (litlet NAM1E ____l_____/ ____r

DISCIPLINE Gpotechnical /Civii /Hydrul ic NAME PnHl nq

AREA EVALUATED CONDITION

OUTLET WORKS - OUTLET STRUCTURE AND
L OUTLET CHANNEL

General Condition of Concrete Left training wall: very poor.
Right training wall: fair.

Rust or Staining None observed.

Spalling Concrete of left training wall
spalled and eroded to 18" deep -

Erosion or Cavitation all the way through. Soil in
back wet. No seep.

" Visible Reinforcinq 12 sq ft - all reinforcing expose

Any Seepage or Efflorescence Soil wet at back of eroded sectio

Condition at Joints None

Drain holes None

Channel

Loose Rock or Trees Overhanging Fully forested both sides.
o 'Channel

U Condition of Discharge Channel Fair; minor stones and logs.

N
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PERIODIC INSPECTION CHECKLIST

-" 8 PROJECT PATAGTANSET LAKE DAM DATE May 20, 1981

PROJECT FEATURE Soillway NAME Sluter/Fodor

DISCIPLINE Geotechnical/Civil/Hydraulic NAME Poulos

AREA EVALUATED CONDITION

OUTLET WORKS - SPILLWAY WEIR, APPROACH
* •:. AND DISCHARGE CHANNELS

" a. Approach Channel Natural bottom.

, General Condition Good.

Loose Rock Overhanging Channel None.

Trees Overhanginq Channel Reservoir shore is forested.

Floor of Approach Channel Natural silt and leaves. 3' deep
below top of sheet piles at spillwa

b. Weir and Training Walls Concrete cap over masonry

General Condition of Concrete Fair to good. Vertical crack in
left training wall over spillway 2

Rust or Staining ft upstream from crestline. (Frost
action).

Spalling Minor
Minor erosion of grout at water lin

" - Any Visible Reinforcing None.

Any Seepaqe or Efflorescence None.

Drain Holes None. Downstream side and right
spillway weir, training walls are

- c. Discharge Channel mortared stone with concrete walls
above. Motar leaks.

General Condition Fair.

Loose Rock Overhanging Channel None.

Trees Overhanging Channel Forested both sides.

Floor of Channel Stone paving within dam and natural
stonestrewn stream channel below.

Other Obstructions A few limbs and a small walkover
bridge.

Other Comments None.

,-
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.i i PERIODIC INSPECTION CHECKLIST

PROJECT PATAGUANSET .AKP DAM DATE May 20, 1981

PROJECT FEATURE Bridge NAME utrFodor

w DISCIPLINE Geotechnical/Civil NAME Poulos

AREA EVALUATED CONDITION

OUTLET WORKS - SERVICE BRIDGE No service Bridge

a. Super Structure N/A

Bearings

Anchor Bolts

Bridge Seat

Longitudinal Members

Underside of Deck

, .Secondary Bracing

deck

Drainage System

Railings

Expansion Joints

Paint

- b. Abutment & Piers iA

General Condition of Concrete

- 'Alignment of Abutment

Approach to Bridge

Condition of Seat 5 Backwall

- .'W .. -
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No. WATER RES01' '7S UNIT
SUPERVISI, OF DAMS

Inventoried INVENTOPY DATA
By _ _ _ _ _ _ _

Dat,, _ __ _ __ _

Nlame of Dam or Pond PATAGUANSET LAKE

Code No.

Nearest Street Location Pataguunet VAive
Z4 Town Ea6.t Lyme

* ,\U.S.G.S. Quad. Niamtic

Name of Stream Patag=act Rive

Owner STATE OF CONNECTICUT - VEP

Address

tebuitt 1942

Pond Used For Drainage Area 3.91 sq.mi.

Dimensions of Pond: Width Length Area 123 ac.

Total Length of Dam 180' Length of Spillway 10.5'

Location of Spillway at bed

Height of Pond Above Stream Bed 6'

Height of Embankment Above Spillway 41

Type of Spillway Construction 2' ve.t. conc. mazonty onto slopng cunc. apron
".- wi dwop aA. 4oe

Type of Dike Construction 25'fill/ 75' conc. sZab, stone 6ace

"'-roads and how es
Downstream Conditions

- Summary of File Data Mfatch 1963 -.1acc1*; VLos.on at nkitli abuntment

Remarks

sec Macch

Would Failure Cause Damage? C&e~s 5o ittc; oc evcdenct Class C ?

ZOO LGW
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STATE OF CONNECTCT
W A T ER R HSO0U:,,c E., CO0M4MN JS S['

STATE OFFICE BUILDING ) HARTFORD, CONNEC.'7 C"I,

June 1C,19ATE WATER RESCURCES

• JTune iC, 1971 COMMISSION
-1

'' i mJRECEIVEC)

JUN 3 01,971

Hendel Investors, Inc.
Sc/o Mr. Myron Hendel ANSWERED

35 Great Neck Road REFERRED...
Waterford, Connecticut"- FiILED

Res Pataguanset Lake Dam
East Lyme

" Dear Mr. Hendel:

In your letter to us of October 21, 1967 you indicate that con-
* struction had started on the relocation of the downstream channel at

this dam in accordance with our Construction Permit dated October 18,
1967.

'Would you please inform us if this work has been completed.

N Very truly yours,

.. -/ ,I . - •

William H. 0' rien, III
Civil Engineer

S-. g

! '
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SawRM111 INCOMPORATED

35 GREAT NECK ROAD - - WATERFORD, CONN.
Telephone New London 443-5337

"ater Resources CornJ.si a
State office Building
Hartford, I, Con. ,,--

Attentim: Mr. Jobn J. Curry, Diredfor

Gentlzn:

This is toafvise you that vs have started conktriction
m our poperty In the Ton Sf East Lymz, abutting the Th. Pataguaset

Lake on the Pataguanset River.

* We shall notify you whbothe project has be c ompleted.

• ..Very truly yours,

IND'S IMSTCRS 3nC.

Distributors for The Chevron Oil Company * Fuel Oils



S M A C C H I E N G I N E E R S
DR. GIULID PIZZETTI ASSOCIATE CONSULTANT

44 ILLETT STREET HARTFORD, CONN. PHONE 525.-831

17 CORSO OUCA ABRUZZI TORINO, ITALY PHONE 519-473
."4

March 19, 1963

Water Resources Commission
State of Connecticut
State Office Building
165 Capitol Avenue
Hartford, Connecticut

Gentlemen:

In accordance with your verbal request of March 12,
1963, this office has inspected conditions at the following
dams in the town of East Lyme, Connecticut:

Gorton's Pond
Patagansett Lake
Power's Lake

Our reports on the conditions observed are enclosed.

In general, dams constructed with vertical masonry
walls on the downstream face are common in Connecticut
because field stones are readily available. Properly
constructed, this type of dam has proven to give many
years of service. However, maintenance whould not be
overlooked. After many years of freeze thaw cycles the
area behind the stones fills with fines which with deep
freezing will progressively push the stones out of position
and with nothing to push them back they will eventually
reach an unstable position leading to failure. Stones
placed on a slope will experience the same movement during
freezing, however, the force of gravity will return them
back into position during a thaw. Therefore, a dam having
a stone wall with a sloping face is relatively stable.

Also, all stones do not have similar weathering
characteristics. Granite, which is impervious, will
resist being broken up by freeze thaw cycles, however,
many field stones in Connecticut are schist or gniess
containing stratifications into which water can seep

'IL
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Water Resources Commission
State of Connecticut
Hartford, Connecticut March 19, 1963

* making them much more vulnerable to spalling and disin-
tegration during freeze thaw cycles.

Walls in dams made up of these stones have a much
.nshorter life than those constructed with granite.

Stone walls in dams that have a southern exposure will
generally have more freeze thaw cycles than those with
other exposures because of less thawing. This southern
exposure is fairly common in Connecticut because in gereral,
most streams flow from north to south znd it is our re-

*. commendation that all stone wall dams be reviewed inconsideration of these observations.

Very truly yours,

UA. J MACCHI, ENGINEERS

J.MJC.

* Encl.

or.p.



DAM AT PAAAST LK, EAST LYME, CONN.

-4

REPORT OF INSPECTION BY A. J. MACCHI, ENGINEERS

ON MARCH 15, 1963

This lake is located on the Patagansett River in the

town of East Lyme, approximately one mile northwest of the

intersection of Route 161 and the Connecticut Turnpike.

The watershed area of this lake is approximately 2,500

acres, and there are numerous houses below the dam site.

The dam consists of a steel sheet pile bulkhead at

the upstream face and reinforced concrete construction.

The spillway is adequate.

The dam and spillway are generally in good condition,

however, there is an area adjacent to the north abutment

Uwhich has eroded and should be faced with rip rap.

.,
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PLEASE REPLY TO

#114 Thayer Building
Norwich, Connecticut

October 31, 1955

.r. Xerwin E. Hupfer* Senior Engineer
State Board for the Supervision of Dams

317 State Office Building
Hartford (15) Connecticut

Dear Mr. Hupfer:-

* I inspected the Dam at Pattagansett Lake near the
Town of Flanders. This dam was rebuilt and strengthened I

.think in 1942 and the dam itself is in good condition. The
water from this pond goes through a canal to the water wheels
of the mill and the embankment along the canal is quite low,
so that there is danger in high water of the water spilling
over the canal embankment.

-4

The only method of cutting down on the water for the
canal is by means of dropping planks into a slot at the head

" :~of the canal. Unfortunately the water in swirling around the
entrance of the canal has worn off some of the concrete, so

-that it is difficult to make the stop logs tight and
- .consequently the water continues to go into the tailrace.

In order to correct this condition a small coffer dam
* only about 15 feet long will have to be built across the head

of the canal at the entrance from the pond. After this is
done the dam can be repaired and the water can temporarily

'A be drawn out of the canal. Probably some new steel angles

should be placed on the concrete, as they would have a
tendency to stand up better than the actual concrete. There
is no question about the safety of the dam but I can see

i4 where high water in the canal poses a problem for the mill
owners below. I would suggest that the amount of $2,000 be

'V

• ,. , ,. . ,.: '.;,;..-,.,.....,. ..... -. ... - . .



. .. . . . . . -. . .. .- . .

J

set aside for repairs to this dam and I feel sure that
the work could be within this appropriation. While the
safety of the dam is not involved, it is a situation that
should be corrected as soon as possible.

We are returning herewith your clippings on this dam.

a

Very truly yours,

Member, State Board for the Supervision of D

B"P/ew
Enc.

..

w

-4
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.wc 0 UUEJECT.

STATE BOARD OF SUPERVISION OF DAMS Pataganset Lake Dam, Flanders, Connecticut
STATE OF CONNECTICUT ~Town of Eas L )

MEMORANDUM Needed Repairs to Dam DATE 7/21/54
TO FROM

NAME NAME

3 Mr. Wise Mr. Snow

A letter having been received from Mr. Edward Kelly of the Pataganset Finishing

Company to the effect that repairs were needed at the dam at Pataganset Lake an inspection

was made in company with Mr. Joseph Waido, master mechanic at the mill.

Leaks have developed in the wall of the headrace just above the mill with the result

that water seeps into the boiler room and, at times, has even flooded the boiler room.

The company wishes to repair the leaks but in order to permit the work to be done the flow

* through the headrace must be blocked off. To do this it should only be necessary to

drop stop-logs, i. e. planks, in slots in the abutments made for that purpose at the

inlet end of the headrace. These abutments are actually a part of the dam.

Unfortunately, the edges of the slots have broken off, especially near the bottom,

so that the planks no longer fit tightly, one on top of the other. Since the planks

are not aligmkned vertically the water pours between them and around the ends of some of

them. Because the lake and dam belong to the State Board of Fisheries and Game the

Pataganset Finishing Company officials feel that that department should undertake the

necessary repairs and should put the structure in good working condition in order that

the flow through the headrace, or "canal" as it is sometimes called, can be controlled

at all times. They would appreciate having the work done as soon as possible so that

they may proceed with the project of repairing the wall mentiane d above.

The same problem arose exactly three years ago (July 1951) when the Girl Scout

Camp officials and others complained about a drop in the level of the lake. At that

" time, and even previous to that time, statements had been made that the control device

at the inlet to the headrace was leaking. This matter was referred to the State Board

of Fisheries and Game and it was understood that repairs had been made, but just what

these repairs amounted to was never made clear. The company officials thought the Game

Wardens had done soee work there but they were not sure of the details*

-4 ; . , ' - _ ' , . . , . - ,, - . . . . . . . - - , , . . , . . - . . , .. . , ' , - . .
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3 iWhatever may have been done in the past was evidently inadequate since the stop-

gate now leaks worse than ever. A real repair job on the concrete abutments needs to

be done.

This matter should again be referred to the State Board of Fisheries and Game.S

However, before anything is done which may result in a lowering of the lake level an

agreement should be reached with those vitall.y interested in the use of the lake waters,

such as the Pataganset Finishing Company, the Girl Scouts of America, etc.

- It is desirable that these repairs be made in the near future since conditions are

* ' gradually growing worse and it is possible that one or more of the planks might break

lose in which case a tremendous amout of water would be lost from the lake and considerable

damage might be done to the mill and to other downstream property.

Prompt attention to this matter is suggested*'9

I 7illis J. Snow

P. S. This situation was described to Mr. Lyle Thorpe by telephone on July 26, 1954.

P

," °

*1
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INTERDEPARTMENT MAIL

Date Julv 23. ,5o
tl"r' ilis J. Snov. Senior En a1n ae Department State Zxite- COna-i sio

ro afof Richard Martin, Director Departmeat

PATA UW SE T IA- D Ai, FLXN E ES (EAST- L=~ 31-1
Leaks-in Canal

I was recently called by Mr. ?almer Jerome who is cn the camp committee of the
ffirl Scouts and whose wife is president of New London Council, Girl Scouts of
America, concerning a drop in the level of Pataganset Lake. He said that the
lowering of the water ,le'vel was seriously affecting the operation of the camp
and had nade it necessaryto cmatrol aquatic activities. The wading area for
the small children was .rendered useless andan older girl also who dove into

-the water struck her head-oa the..ottom, becmuse of the decreased depth, and was
taken to thebospit4for,:an examination.

He said that the c a= officials had made measurements which indicated that the
'lake level had dropped two feet in the space of several days. However, when I
investigated the matter I; found that the measurement had been made by driving a
stick into the ground at Cthe edge of the water and then making a measurement
several days later. The time interval was rather indefinite. Furthermore, such

-- a measurInt does not"indicate the vertical drop in the water level, but, rather, -

- the amount hich the water line receded along the shore. Such a measurement is
. not very accurate or of much value since it will vary with the slope of the shore.

LalSO talked with lfr~ Jobi Doyle, whose hcme. is located a the edge of Pato.anset

Lake. He has a dock which extends out into the lake. At the end of this dock is
a rowboat with its stern tied to a stake driven into the lake bottom. Mr. Doyle

said that about three weeks ago the top of this moeing stakew as aiprcxdma+ely
four inches above the surface of the 7ater. He estimates that it is now approx-
imately ten inches out of water. This wouJd represent a drop of abcut six inches.

All of this would seem to indicate that the lake has dropped somewhat but informa-
tion as to the amcunt is r ather ccnfused.

I interviewed Mr. Bertram ooth, surerintendent of Mill No. 1, Pataganset .. i..

Co., and Ir. Joseph Waido, master mechanic. They had not been aware of the trouble
- at the Girl Scout camp, but, because of the dry weather, had recently let mater dcm

from Powers Lake.

* (uite some time ago I reported a leak at the inlet end of' 'e canal. There were
apparently breaks in the concrete slots into nhich alks are dronced in order to

-- control the flow out of the lake. Repairs were to be made by the State oard cf
Fisheries and Gae since that departmimt oTns the lake. I w:,- ziven the impressicn
that this work had been completed in a satisfactory Manner although I never lea ed

ezactly what had been done. At that time the comnany officials thought that the leak
had been stopped but they did not know exactly bow. Theywere of the opini-n that
the work has been done by gamemrdens.

6 Now the company officials believ:- that this gate is again le.:Lng. They do n-t know
if it is because the original project was not thoroughly ccmpleted or because there
has been a new break.

! ." ., - " . I- ,.,-, .. i '" • " "
• q i. ;. - . . . .. . . . . .. .
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INTERDEPARTMENT MAIL .:.
- .... D.__ __ _

From Department

Ito asttaof Department

. .. - :*. Pataganset Lake

A short distance domstream from the inlet gate there formerly existed a
by-pass through which water could be diverted frcm the mill. A few years
ago this' opening was filled in ith bricks, stones and dirt, On July 17,
1951, when I made =7, inspection I found a considerable amount of water leak-
ing through this by-pass. The water was working its way through the filled-
in area and could be heard gurgling between the bricks and stones.

The company officialsovolunteered the information that the gate an the -canal
at the mill was also "leaking. They expressed a willingness to repair this
gate and also the former by-pass but stated that they could not do this work
unless they mere able to control the flow through the canal. To do the latter
it -would first be necessary to repair the inlet gate. The company officials
believe that this project should be carriedout by the State Board of Fisheries

- and Game* "at this amounts to I'do not know as I could not see the bottom of'-' '"- the structure since it is under -wter, .

. The officials at'the Girl Scout camv are very much worried about the situation,
3, especially since the."cap season is at its height dur-ing July and August. They

Would like to have the unsatisfactory condition corrected just as soon as pos-
sible.

The mill ueses water for processing and the of ficial s do not vrsh to lose any
more-_water than possible.

A radical drawing down of the lake might affect fish life and co'ild well ac-
celerate the growth of algae.

We are now in the dry season and conservation of water is essential.

- I might add that the mill is making bandagec for the government and ariy curtail-
, ment caused by a lack of water would be to:t.he disadvantage of the rar effort.

In view of these facts I believe that officials of the State 3oard of' Fisheries
and Game and of the Pataganset Finisling Company should get to-ether and arree

* upon a mutual program designed to correzt th2s condition once and for all.

If it is necessary to draw down the lake to make any of the repairs then con-
sideration should be given to the possibility of making temporary repairs until
after the summr and dry season have oassed.

S .. This problem should be given prompt attention.

- " Respectfully submitted,

.- j .' ~.".c. .

,- • . • . , , . , . _ . 4 .



STRUCTURAL SEWAGE& WATERWORKS BRIDGES DAMS REPORTS & APPRAISALS

R AG RGRAVES M- MORT
ENGINEERS

N ZW.N IL ARGRAVES 205 Curch Street LINWOOD G. MORT
R". . Rui,. New Haven, Connecticut Res. Pro Enger.." a"w - M . A . S . C . E .

PHONE 5-2310
S., "June 

20, 1944
I "14  

* ~q

General Sanford H. Wadhams, Chairman
.2 .State Board of Supervision of Dams

Hartford, Conn.

_, "-Dear -Gen al--Wfdhams:

" .. Please find enclosed Certificates
of final approval for the, Pataganset,
and Upper and Lower Bolton dams.

I visited these dams on.June 11
" and found them to be well constructed

and completed in accordance with
approved plans and specifications.

1 Will you please see that 1r. Barlow
receives his copies.

Yours very sincerely

.~ 0

• . , ,.

- . ,, .. ... tI

., xfe i77-. /

.'. te.- -e 'A-, . :,

JUN 22 1944

STATE WATER COMaISSIOIN



CHANDLER & PALMER D-.--
CIVIL ENGINEERS

flonami. m. p.im. j. Room. 114-116 Thavr Baildin.

xtriN~SA e- -ud C~aleedlt 8-i-ed
'b . " -mCivil IZ.61 m

.1 aligl...

NORWICH. CONN.

June 10, 1944

General Sanford H. Wadhams
State Board of Supervision of Dams
State Office Building
Hartford, Connecticut

Dear General Wadhams:-

I was in the State Office Building
Thursday afternoon and dropped in to see you in regard

i' ~to the Pataganset and Bolton Dams but learned that you
and Doctor Hunter were out looking over these two dams.
I am very glad to hear your comment that you were pleased
with the dams. I think you will have no further trouble
with them. I talked with Mr. Mort last evening on the
,phone and told him that I thought it would hardly be
necessary to go with him to Pataganset as that dam in
my opinion is in pretty good condition the way it was
left. I told him that if he went to Pataganset first
and then came to Norwich I would arrange for our
Mr. Wightman who is in charge of Bolton to go up there
with him and point out all the features about the dam.
The upper dam, which was one of the two which was

::' *washed out had a row of steel sheet piling driven in
front of the washed out section by the Jarvis Construction
Co. This we have no record of but Mr. Jarvis has done ,
work for us and we consider him very competent and honest
and know that he would not attempt to deceive us in regard
to this sheeting. It might have been driven a little ways
back from the water and driven down so that it would not
show but it would still be effective in the washed out S1 hit
section. The plans for these three dams are ready and

*my recollection is that you like to have the prints from
them on cloth for permanent filing and this will be attended
to.

I note your comment of Dr. Hunter in
"1 regard to one side of the Pataganset Dam but feel that we

will have no difficulty in the future in this end of the
dam as the concrete was carried back far enough to prevent
any scouring around the end.

Very/]truly y uF, u
SBP/EW



s-, Ka1, 1944

S. R. Wadbams, Chairman -State Board of 'Superrision of
Dame

Dr*. Russell. P. THrter- State Board of.Fisheries and
-4- Gm

Der r, Titert ae-
- M*~a~~mcalled& up -this morning to say that-the.Patagans t n

Bolton Dema were finished and! asked to arrmnge for'a- final inspectian
I 'have writtenr Xr. Wort asking him. to got in. touch. wth Kr. Palmer

i~*fix a dat and--to 1.te fnow wat that date Is-to be, I am -

w ondezrig If you. wouild. care to' see the dam at -the 'sme t1me* If sop
-adyon-.,reed a- ̂ fellow. traveler, I- would tytotaeaooathe

at the samtim /-

- Mr-. Palmer. -&ls rporit that 'the onrto aloated the key at
th B~oDM.- Will you 'let 3.Palmer know what you want done wit

T at . o.ws tsnt bores, be would so instruct. the contractor.

-. egrdngproooio. orthe -draw-off -valve-, 11r. Palmer bas taflked
U hs vrwith -the -cantrictor and-it, h &&-been decided,, if it meets

* 'ith you- appralj -to Pat- on-ste oover. with four bolts to hold,
V it ecuely -in _'place.: Po sb ly wh.en-7.ou wrta ele yu-ol

it t111~M *bethz' ,.or- not- this. aiato.- '4=

.AI. --tL

4,4

4% 1



RECEIVED
AUG 12 1944

AZUTL WATER OMbSSION

A-azust 11 1,1

X-r. Fran.1c L. 3arlow
Asst. Deputy Cociptroller
State Office Building
Hartford, Connecticut

Dear jr. Barlow:-

FolloviaZ conversation wi *our I ice tais -ifternoon
h ave tied up wita % re-reoe tive o- he N~avy Depq'rtment

about 1S to 20 tons of saeet ', or t*' iieirs to th e
Pataggnsett Dm.I as.,ed fo p ie 36 fett lon. and
plan to Ll~tke two cuts so tat -eing *1i' L e driver.
12 feet, ~i~wu~se ob u to taie c.Are* of t.-e
ex'sting 1-1k~. InL vie,5- 'ia jt if we vaere going
to 'nave tne sheating ~.ey Y:.-- d. it -ovi~d fro.a tae
premai-zes as soon "s 2sibie, e'~yb au~ fti
week; t-er±'re, I e. tal.4ed A C. C. Lo~iSburd o
'hillimantic Woa~~ a soecialt of tr':csing long poles
to see if ne could tend. to tri i. portin- t>.e )ili-ni fro.:.
Grotoni over to the aite at ta.,st. :e a on

-. to call me tomorrow noon - Jlet =e xnow if 1. e coLUd
attend~ ~ to.noeze a price. I will now

prepa r e a brief saecificatioas for t.,;e cons~truction wor*k
and ,f n asary to .vertisa for tids, vie can zrrain,-e witri
your of a to do so. If we can fina some Liud1ers on taie
jobs I zL4 tfte pric jugat not to run mucn over - ,1-
includin th~e sheet 0 1 will. eeep you 7)octed in re-,-rd to
tae ze'ta..

ovr t see., you -.-ve some regula.tions If a jo, runs
ovr certain figure t.i.at -ou mus-t ..v.ve comj- titlve :.iis

-- d advertize saaie Lfld request L certified c,,iec c to accon: any
t..e bid. In order t'Ait I mnay iknow If tn.Is is ncceszar) in
preparing t.:e specifications and contract, will, you sindly
give me taie inform~ationi on thie atbove JOint3.

Very truly your-s,

CUWJDLER £ ?ALAiL



- -/ Cooy for General Vadharrs

STATE BOARD OF FISHERIES AND GAME

AD 9564 ALL MAIL T6

coM~~rnogmgSTATE BOARD OF
PHIULIP C. SASHN. aUNAU. FARMINT.N FVISHERIL AND GAME

JOHN L PLANEryY. M. 0- INOCIVIILS rTATE OFFICI UUILDING. HANITFONO

PIAmcIS L. sWEANIL sIUsenc

SrrSTATE OF CONNECTICUT

-4 . --
July 23, 1943 i

4*

-J Mr. Roy E. Collins
Assistant Budget Director
State Capitol
Hartford, Connecticut

Dear Mr. Collins:

This department purchased the Patagansett Dam and Pond in the" town of East Lyme in 1936, This dam impounds one hundred and
ninetben acres of water with an average depth of twelve and a
half feet. The pond was purchased primarily for the purpose of
providing fishing and was acquired with the Powers Lake property
which lies upstream from it in the same town.

Enclosed with this letter is a copy of the deed by which the pond
was transferred to the State. As indicated in the deed, the dam
is approximately 50' by 180'. It is of masonry wall with earth
fill construction with a grouted spillway at the north end 10' 6"

*wide and at the south end a flume leading to the factory below
11' 7" wide.

'. I am enclosing a letter from Mr. Shepard B. Palmer of the firm of
Chandler and Palmer, engineers, Norwich, Connecticut, in which he
describes briefly the condition of the dam. You will note that
he states that a bad leak has developed at the bottom of the spill-

A way of the dam, has been watched for a month and found that it is
increasing in volume. Mr. Palmer recommends that 1031 of the dam
be reinforced with sheet steel piling driven to a depth of twelve
feet capped with concrete to the height of the dam.

This leak was called to our attention by the engineer of the
Patagansett Mill who notified Mr. Snow, an employee of the State
Water Commission. He, in turn, reported to the office of the Water
Commission. Mr. Wise, engineer for the Water-Commission, notified
this office with the recommendation that steps be taken to correct
this condition. A letter was directed by this office to the Comp-
trollerp, asking for his recommendation as to proper procedure in
this matter. This letter was sent over to the Deputy Comptroller,
Mr. Frank Barlow. We discussed the matter over the telephone and,

.$:since the need for repairs seemed urgent, he advised me that he
would request Mr. Palmer to examine the dam and to make a report.



Mr. Roy E. Collins July 23, 1943

No written report has yet been received from Mr. Palmer on this
subject. However, I have discussed this matter with him at the
dam site and at the office in Hartford, and have received from him
a blueprint of the existing structure, a copy of which is enclosed,
and a preliminary verbal recommendation.

In all likelihood, the cost of the contract job which can be let out
to bid on receipt of Mr. Palmerts specificatiom will be in the

P neihborhood of Z5000. An estimati on the cost of the steel required
is 0720, engineering costs may be in the neighborhood of 45OO.

* *Inasmuch as this project was not anticipated at the time that our
budget was drawn and was under consideration by the Appropriations
Committee and the General Assembly, it appears advisable to request
that funds for this emergency repair be made available from the
Governor's contingent fund. The purpose of this letter is to

- apprise you of this situation in order that it may be called to the
Governorts attention and that proper steps be taken to provide for
the funds necessary for the completion of the specifications, ad-
vertising the bids, etc.

Th claim of the Patagansett Mill for a continuous water supply as
provided in the deed should also be considered. As Mr. Palmer points
out in his letter, the Patagansett Company are engaged solely in the
manufacture of surgical dressings for the United States Government
and an uninterrupted supply of satisfactory wash water is essential
for their continued operation. The safety of property and life on
the stream below the dam should also be given full consideration in
the event of a complete failure of the dam.

'A Very truly yours,

R. P. HUNTER
Superintendent

S - RFH/FC

.6
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July 21, 1943

Mr. hewton Drew SZ4 1943
Project Manager
Ford, Bacon & Davis
.roton, Connecticut

Dear Sir:-

si"mle The State of Connecticut owns a Dam and large pond about
six miles South of New London on the Boston-Post Road. The water from
this pond furnishes process water used by the Patagansett Co. in its
mill located a few hundred feet below the dam. The Patagansett Co. are

S engaged solely in the manufacture of surgical dressings for the U. S.
Goverment and it is very 'ital that a regular supply of process water
for this plant be continued.

. A bad leak has developed at the bottom of the spillway of
this dam and has been watched for a month and found that it is increasing

* in volume. Our firm has been retained to correct this situation and putS the dam in a safe condition. As you know, it is hopeless to try to obtain
new sheeting at present. We are recommending to the State that they drive
a row of steel sheet piling just above the dam and cap this over with

-. concrete up to the height of the dam. I was in Groton this morning and got
in touch with Benjamin Palmer who formerly was connected with this office,
and he showed me quite a large pile of steel sheeting alongside of one of

qyour railroad tracks and suggested, while he understood that the piling
i belonged to the Navy, we take the matter up with you and see if you could

release from 18 to 20 tons of this sheeting. The sheets which I saw seemed
to be made up of sheets about 36 feet long and this would be just about

- what we would require at this dam by making two cuts. I noticed in your
yard you had several cranes operating on the railroad tracks. Could you
arrange to save for the State this amount of sheeting and quote me a price
loaded on trucks by your cranes. We would send the trucks to the year for

*:- the same. I notice some of the sheets were bruised somewhat on the ends but
would be all right for us to use after they were cut for the purpose

. mentioned above. I know the State and Patagansett Co. would greatly appre-
. :K ciate your cooperation in this matter in order to keep this vital industry

In operation. Sheets about 12 feet long are what we would like to use but
we can arrange to have the full lengths and make the cuts on the Job.

' Very truly yours,

(signed) Shepard B. Palmer

Chandler & Palmer

* Copied by PC
7-23-43

.... ...-...............,............-.-......................---...... .-
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July lZ, 1)43
-illiam S. "ise

Memorandum to General "adhams

Pataganset Dam
Flanders, Conn.

;r. Snow telephoned from the Pataganset Finishing Co. this morning

to say that the officials had called him this morning to say that the

leaks through the dam have apparently increased and that they are con-

cerned about the situation. The water in the pond has dropped,some of

*" -• which probably is due to the dry weather.

Mr. Snow also feels that the leaks have increased and has found

l ianother leak which he had not observed before. There are about a half

dozen leaks of various sizes. The Pataganset people are goLng to try

to plug some of these openings with burlap.

a I called Dr. Hunter and reported the matter to hLtn. Lr. HunterS
is going to call 5r. Barlow re the status of the employment of Mr. Palmer

to make a study and recommendations and also suggest calling Mr. Palmer

regarding the urgency of the problem.

Respectfully submitted,

William S. hise

.ater in day 7/13/43

._ C

' ,". Dr. Hunter telephoned to say that Mr. Barlow's secretary aad given
, ,.him the following information: On July 1, ieneral ihadhams and 4r. Palmer

discussed this problem with Ar. Barlow and arrived at some agreement for

Mr. Palmer to proceed with the work. Mr. Palmer later notified Ar. Barlow
that he thought he could secure some steel sheet piling in Norwich for the
repairs. In as much as the work would probaby cost more than $I,000 it
was necessary to prepare plans and specifications for bids, whic ar. Palmer

-* , ~is apparently now doing.

Dr. Hunter is going to call Mr. Palmer re the status of this matter
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:- ili and suggests that a letter be written from this office to Mr. Barlow
" in reference to Mr. Snow's report by telephone this morning.
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Jul:; 1, 94C.

:Jr. Fran-, L. 3arlow
Asst. Comptroller
Office of thae Comptroller
.7tate Caoitol
Har-for', L~o nn c t-icut

"1a ~r. z--ariow:-

Thak o ~ecr~. reception , en to enera,_.
a-d --e yester-,a'. a 'ernoon.

In re.,--ra to t~le aga_ ,a"!, it Lze-etz Vwithl
your aoorov ai, 1 willi. som -ee mfaae t-aere,
some levels ta~en and ~ . S±m~nle Plan ~igcur

viti tce Lianager of t aiii i -ed just oelow t.;e -
tosei1 can lear -rom -i~ _- :etaer L-.e conzi'iers t:.ie

leak to be graduailly ncreas*-

irn .war _e n te aeiig at Groton

*waic.a was iv. connecticti w.it-a r,.e -Electric .oaet Co.
wor K and wfi n . ~ e 2av~ itn yo ur a z s fi t _1n ce
I traink enrough tai s could be obLtained f rom-, t:e avw
Department to s ist in rnaiing tiie necessar. repairsc to
t e ia .

t 
cThe Labor mdterial on tilis Niii conne to ovE.r

;,~1,000 so we wou nave tio advertise for ti as accordi-ng
to -)our Custom.

uiniess I aear from you to tae c~ntrar,, T pla- tc
proceed as ab:ove.

Ver: truly :-ours,

Pi~ 'V!



•J=9 18a 1943

3. .Whams Chainma Board of Supervision of Dam

Dr. Rnzoell P. Hunter Board of Fsheries & Game
-"perintndent

Dear Dr, Bmtr
- Last fall we disassed Tmw daa aL Lake Pataganmet in landrs,.

You w1l I recall that at that time it bad quite a leak. .e decided
"e could probably safely lt it go over the winter without repairs.

-r" Snow was there & fm day ago and he repotat that the leak
has increased ccnaderably. The giving way of the dam would
probably not do much damage zcept, to the Pataganset Finishing Ccm-
pany which would be directly in the path of the water. This plant
is working night-and da.y on surgical supplies for t e Army.

The water is high in"the pm v and it probabl.7 would be diffi-
cult to mam any repairs at, the present time. However, if you have
it in Mwnd to fix the dam upp I would suggest that you might have

.. the plans preparfd now so. that you wuld be ready if and when we
hae dry weather with lower stream flous.

Very simaerely y'ours,,

o ie. Wadha=s, Cainman

6/21/43
Note: Dr. Hunter called up on Sat., June 19, with reference

to procedure he ilaht follow regarding the above. In
your absence I suggested that he might bring the matter
of repairing the dam - an asset of the State - to the

S.Comptroller'q attention. Dr. Hunter said he would write
. ". . ..-the Comptroller a letter. ..

',
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- ~Copy to Dr. Hunter 12/2/42 ATOONEICT.-

STATE BOAD OF C.ONNECTICUT~r

OFNOR SUPERVISIONOFAIDAMS WILAENEA. MAI. NWAVEINF

RooM~ILIA 3A. MACKNZIE WALEINGFOR.DIARTOR

Cm 4 Clwsee 290./flue Public Acts of/ 939 to mewyt..darn. dikes. rearveir
euchw. e iir td. ,."AN'Ischa u n, w.ith utrv 0 .gykrn. witAdu excapiten

eudo- . iu. lthe.. de"u e o m w utim harsi. 04dkh. by break iner o awa., nt
Gethiadmpa 1*1 or prpai SMMI b 1 to .the dito ca red byt this a4Ct

November 30,. 1942 PLEASE REPLY TO V. BE 029 rke
Ansonia, Conn.

General Sanford HE Wadbams, Chairman
State Board of Supervision of Dams
317 State Office Bldg., Hartford.

'Dear General Wadham:

I received your letter of the 27th., regarding the

dam on Pataganset Lake last Saturday and thought with the

uncertainty of the weather it might be advisable to go immediate-

ly. I therefore inspected this dam yesterday.

I found there was quite a leak which showed just

-, ..Cbelow the spillway, I should say about the capacity of a

* lj4 inch pipe. Can you find out from Dr. Hunter, or obtain

* . -the Information, as to whether this is an old leak or a new one

I am inclined to think that it has leaked for some time. However

It may have gotten worse. It also does not appear to me that the

safety of the dam might be involved although the leak might open

*~ up larger and empty out a portion of the Lake.

The tiole dam is a poor structure and it is hard to

tell just what the construction is. There are dry rubble walls

on both the up-stream and down-stream sides of the dam and I

~ *~ assume It is earth fill. in 'oetween, The spillway has a section

of concrete about 4j feet wide and just how far down it extends

* I do not know. Apparently there is rubble masonry underneath.

* It was also difficult to determin5 where the leak comes from



I,° -2-

It might come from along the spillway section, on the other

hand I noticed a depression in the earth about 20 feet Vesterl7

of the wester1y side of the spillway ane near the un-stream side

of the dam. It is a depression of about 2 feet one way by 3

feet the other way and apparently settled 6 or 8 inches.

I really believe a new dam should be built in this

location. The present one is quite an old affair and one does

not know just what the construction is. Plans can be made to

. rerair the leak, which might be advisable depending upon what

information is gotten regarding the old leak. If repairs were

to be made to try to remedy the present leak I would suggest

the following method: Draw down the Lake through the power

intake; excavate in front of the spillway section, which is about

i feet in width and a little each side making 20 feet in all;

- carry down the excavation to what appears to be a good stratum,

which might be 6 or 8 feet below the spillway level. Then

construct a concrete cut-off 1 foot wide on top and 2 feet on

bottom. T-is concrete should be a rich mixture, say 1!2*:3-.

E.4 In back-fillinZ the space beyond the concrete that would be

excavated I would suggest using clay. A compressor would be needed

on the job with a tamper in order to compact the clay thorouzhly.

- oOf course there would also have to be some pumping done while

*e the work was going on.

KI can go into more detail and give you sketches of

a repair job if you wish, and would estimate that it should be

*done inside of $1000.00.

S.Whatever you wish in regard to tris matter i wil. be

glad to help in any way that I can.

- . ..



Awaiting to hear from you, I remain,

Very cordially yours,

Member, State Board of
VBC:M Supervision of Lamsm-.

: -. 4°°

6 4

, .,.



K " COPY FISH & GAE DEPT.
MEMORANDUM

Dt4,1 942

", . , , T o : ....... A ................................................................................. T 4 2
,:'' Capt. Banning"-492

Toj: . . . . ..C.... 
A 4

Subject ....................... ........... ............

In reference to the report of Mr. Snow of the State Water
Commission concerning leak in the concrete spillway at Pataganset
Dam, I inspected this dam on September 19. At that time there
was a small leak at the bottom of the spillway. This leak at
present is not serious and has been the same quantity ever since
the dam was taken over by the Department. We at various times

- have tried to stop same without results. It is my impression
that it would be necessary to do a major job there in the future
when cdnditions are better. The Pataganset Finishing Company
at present use practically all the water flowing into this pond,
and to do a thorough job we would have to draw this pond below the
raceway supplying the Finishing Company.

FNB:RM:RS

. .. . . . . .
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¢,--. .- 7 epte-.ber !I, !.-2

...e-oran.uz,, to C-en-ral "c"h - o

Subject: ?ata~anset inishinZ Co-pany Inc. (.ill Trl)
Flanders

Leak in dam

.- ile raking an inspection of ?ata/anset inishln' Czm.an7
at Flanders on September 11, I was informed C. :.*r. Tell., olant

.. '... manager, that one of his men had rqnorted a lea: in the fa'2 C-t
the outlet end of Patazanset Lake. 2he or an had stated that
a considerable smount of water was being lost and that he had
end7,avored to temporarily reduce the amourt of water which *as
belnz lost in this manner.

':."e rade an insoection of the da and found that the trouble
was at the stone and concrete crillay. It ,;s very siril.r

".- ~to the leak which occurred so;,e time aoo an4 about rhich I -ade
a report at the tirre. Since the lake and dam are both owned
by the State Board of Fisheries and 0-ae, that depart.ent had
the repairs made. At the present time, r°rter is tricklin thr,u,zh
the spillway at a considerable rate and it is 1u-1s li..-el- that
the flow will increase rather than decrease. Rags have been stuffed
into some of the openings on the up strea:r. side of the srill-zay
in an effort to reduce the amount of leakage. The zpilPay is so
thick and low that there is little likelihood that it vwill be washed
out ver7 soon. However, the leak will cause the ? tcr in the pond
to be drawn du w n'. will, therefore, handicap the textile3 -ill

- .at a time when all facilities are beinz pushed t: the utmo~t
because of emergent war contracts. Turthermore, I would expect
that the drawing down of the pond tD any considerable e:;tent
might be somewhat detrimental to the fish life wh,;ich it contalns.
It would seem, therefore, that it ,'rculd be v-ell to repa1r the
spillwcay as soon as possible. It wol:ld be w-ell to do this not,
since th1 pond could be drawr- down to Defrmit t-- -,rk to be
do.ne on the spilli'-ay and there -ould still be time f r ohe
lake t: fill un i-,ain before wint,r weathi.r Sets in.

I -would recommend that the "ork be ',r-nrtaren V"-ile the
weather is still ,-ood and before the start of ,he fall rns.

I suggest th, this r.atter be referred to the bate -ard Df

Fisheries ' - Gae for its con's-eration.

ectfully submitted,

..,..L
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PHOTO C-1. Upstream face and crest of center dam
section.
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~~ PHOTO C-3. Earth embankment at left end of the darn.
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PHT C5 Cak ncocet avn'o-ene

"" ."PHOTO C-6. Outleti cannrel fopstream shoing
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PHOTO C-7. Closeup of eroded outlet channel train-
ing wall.
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~ SiPHOTO C-8. Outlet channel from downstream.
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APPENDIX D

HYDROLOGIC AND HYDRAULIC COMPUTATIONS
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PATAGUANSET LAKE DAM
is,~/<> __ DRAINAGE BASIN & DAM FAILURE

IMPACT AREA
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USGS Quadrangle Sheets:
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APPENDIX E

INFORMATION AS CONTAINED IN THE NATIONAL

INVENTORY OF DAMS



4. C)


